Intertek AUTHORIZATION TO MARK

Th1s authorizes the appllcatlon of the Cernrcanon Mark(s) shown below to the models described in the Product(s)
Covered section when made in accordance with the conditions set forth in the Certification Agreement and Listing
Report. This authorization also applies to multlple listee model(s) identified on the correlation page of the Listing
Report.

This document is the property of Intertek Testing Services and is not transferable. The certification mark(s) may be
applled only at the locahon of the Party Authonzed To Apply Mark.

Applicant: INGETEAM POWER TECHNOLOGY, Manufacturer: INGETEAM INC.

SA

Add . Avda. Ciudad de la Innovacion, 13, Add . 3550 W. Canal Street

eSSt E-31621 Sarriguren (NAVARRA) ress: Milwaukee, Wisconsin 53208
Country: SPAIN Country: USA
Contact: Bernardo de Riva Contact: Mr Javier Perez
Phone: 34 948288000 Phone: 1414 255 4279
FAX: 34 948288001 FAX: 1414 342 0779
Email: bernardo.deriva@ingeteam.com Email: javier.perez@ingeteam.com
Party Authorized To Apply Mark:  Same as Manufacturer p ’
Report Issuing Office: Intertek, Corlland, NY, US \f A U )
Control Number: 4006491 Authorized by: u{,wu O N —

“Helen Gustafsson for
William T. Starr, Cerlification Manager

c us

LISTED

- Intertek

This document supersedes aII prevmus Auihonzal:ons to Mark for 1he noted Report Number.

This Authorization to Mark is for the exclusive use of Intertek’s Clent and is provided pursuant 1o the Certification agreement between Intertek and its Client. Intertek’s responsibifily and Fabifly are
limited lo the terms and conditions of the agreement. Interiek assumes no lizbifity lo any party, other than lo the Chent in accordance with the agreemenl, for any loss, expense or damage occasioned
by the use of this Authorization ta Mark. Only the Clenl is authorized lo permit copying or distribution of this Authorization to Mark and then only in its entrety. Use of Inlerlek’s Certification mark is
restricted to the conditions laid oul in the agreement and in this Authorization to Mark. Any further use of the Inleriek name for the sale or advertisement of tha tesled material, product or service must
first be approved in wiiting by Interlek. Inial Faclory Assessmenls and Follow up Services are for the purpose of assuring approgpriate usage of the Certification mark in accordance with the
agreemenl, they are nol for the purposes of production quality control and do not refeve the Clent of heir obligations in this respecl.

Intertek Testing Services NA Inc.
165 Main Street, Cortland, NY 13045
Telephone 800-345-3851 or 607-753-6711 Fax 607-756-6699

Standard(s): UL 1741: Standard for Safety for Inverters, Converters, Controllers and Interconnection System
Equipment for Use With Distributed Energy Resources,
Second Edition, Dated January 28, 2010

CSA C22.2 NO. 107.1, General Use Power Supplies, September 2001, reaffirmed 2006

Product: Three-phase, QOutdoor, Grid-tie photovoltaic inverters
Brand Name: Ingeteam
Models: = Ingecon® Sun 125 U 208 Outdoor

* Ingecon® Sun 125 U 480 Outdoor

* Ingecon® Sun 125 TL U 208 Outdoor
= Ingecon® Sun 165 TL U 275 Outdoor
= Ingecon® Sun 200 TL U 330 Outdoor
* [ngecon® Sun 220 TL U 360 Outdoor
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